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INDICATION ERROR - F - . =

(MULTI/LACK/CLRNC)
VERSION: A — RAMP METERING(PDA 6) -208 — Ver A, w/o SB#1
B — TRAFFIC SIGNALS(PDA 5) -210 — Ver C, w/o SB#1

C — TRAFFIC SIGNALS, "CAL”

ALL VERSIONS MONITOR:
Power Supplies Monitor Error FTR Coils
Logic Signal Error  Flash/Door Switches AC Line
Circuit Breakers

& 2070 & ITS CABINET WORKSHOP - AUGUST 2001 2
&ftrans



PURPOSE

. MONITOR ITSCABINET CONDITIONS
. CAUSE TRANSFER TO SAFE CONTROL MODE
. REPORT DIAGNOSTIC INFORMATION

MONITORING FUNCTIONS

« SIGNAL
— CONFLICTING CHANNELS
— MULTIPLE CHANNEL INDICATIONS
— LACK OF CHANNEL INDICATIONS
— SHORT/LONG YELLOW

« CABINET POWER SUPPLIES

« SERIAL BUS ERROR
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e LOGIC SIGNAL ERROR

e FLASHER UNIT OUTPUTS

« CIRCUIT BREAKER / MERCURY CONTACTOR
« POLICE/PDS FLASH

« ACLINE
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SERIAL BUS #1 AND #3

CONTROL / SERIAL BUS HARNESSES
DC POWER / COMM ASSEMBLY
CURRENT SENSE COILS
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Output AMU
Assembly
Output AMU
Assembly

Serid
Bus#3
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Serial Bus 3
ElA-485

________________________________

Address

Processor
&

Memory

ACLine

It 1]

Power

Supply

Current Sense (14)

Auxiliary Monitor Unit

i Signal AC (42)

Flasher AC (4)
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— ERROR
« RESET PUSHBUTTON
« HAND PULL
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PDA/CAB
Signal

DC Volt _|

ACLine

]

Serial Bus#1 & #3

—————————————————————————————————

Power

|| Supply

Conflict Monitor Unit

_________________________________

Front
Panel

' Output Relay
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RESET PUSHBUTTON
EIA232 SERIAL PORT
HAND PULL
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e CONFLICT

e LACK OF INDICATION

« MULTIPLE INDICATIONS

e CONTROLLER/LOCAL FLASH
« CLEARANCE

e FIELD CHECK

« SB#1 & SB#2 ERROR

« DIAGNOSTIC
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« ENABLE MONITORING
— LACK OF INDICATION
— MULTIPLE INDICATION
— SHORT/LONG YELLOW
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